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Premise  

   The purpose of an electric power system 
is to deliver real power to the greatest 
number of users, at the  lowest possible 
cost and with the  least possible 
pollu1on, all the 1me 



 Today’s Prac1ce 

•  … is focused on  ``all the 1me’’. 

•  … follows a preven1ve approach to resource 
management that is generally more costly and 
dir1er than need be, and generally serves fewer 
users given fixed assets. 

•  … could be replaced by a correc1ve approach to  
serve a greater number of users at a  lower cost 
and with  less pollu1on without adding more 
assets. 



Enabling Correc1ve Resource 
Management   

•  Must adjust resources as condi1ons change to 
guarantee ``all the 1me’’.    

   ‐ Must operate resources within their   thermal  
and voltage limits. 
 ‐ Must manage   power transfer  limits within 
the system. 

•  The best performance is obtained by adjus1ng 
the most resources. 



The Role of  Extended AC OPF (AC XOPF) 

•  Must be AC in order to manage voltage limits 
and balance reac1ve power. 

•  Op1mal correc1ve resource management is 
highly combinatorial.  
 ‐ Itera1ve analysis is inadequate.  

 ‐ Op1mal decision making (XOPF) is required.  

•  Op1miza1on criteria must be responsive to 
changing system condi1ons (XOPF). 



Importance of voltage op1miza1on 

•  Many resources (generators, FACTS, 
transformers, shunts) can control voltage 
requiring AC XOPF for their op1miza1on 

•  Without voltage op1miza1on some  assets can 
not be u1lized up to their thermal limits 

•  Voltage op1miza1on enables serving a greater 
number of users at a  lower cost and with  less 
pollu1on without adding more assets, all the 
1me. 



Economic Dispatch Illustra1on 
•  FERC 715 case,  summer  2014, peak load; 
truncated south and west of PJM and IESO 

•  Fuel costs used as genera1on bids 
•  Studied base case and six cri1cal 
con1ngencies. Qualita1vely similar results 
observed for all seven op1miza1ons 
demonstra1ng the ability to operate well all 
the 1me.  

•  Minimum genera1on cost op1miza1on. 



Control Combina1ons  



Base case results 



Zonal Economics (Run 0) 



Load Charge Differences 



Genera1on Profit Differences 



Merchandise Surplus Differences 



Comparison of Bus Voltages (Run 2) 



Loadability Illustra1on 
•  FERC 715 case,  summer  2014, peak load; 
truncated south and west of PJM and IESO 

•  Studied base case and six cri1cal 
con1ngencies. Qualita1vely similar results 
observed for all seven op1miza1ons.  

•  Maximize the load served in NYC using extra 
genera1on in Canada. 



Load Increase in NYC 

Base load  
= 19213 MW 

Lake Erie loop flow 
increased by ignoring 
voltage constraints 
outside NYCA 



Inter‐area Real Power Exports 

Note Lake Erie Loop 



Comparison of Bus Voltages 



Conclusions 

•  Voltage op1miza1on is very beneficial to 
minimizing cost and  serving greater loads all 
the 1me. 

•  Voltage constraints some1mes  hide thermal  
constraints un1l voltage is op1mized 

•  Transformers present the most serious 
thermal limits in NYCA 

•  Mul1ple op1miza1on are useful in managing  
resources  


